STATINTL

STATINTL

Attached are six drawings, numbered one through six. . These drawings
and the outlined procedures have to be approved by the customer. I
do not have the facility to duplicate these drawings, therefore would
you copy and return the original to this office?

I would ask“to review and evaluate the said procedures.
This office will not estimate the time as this is the function of the
Branch.

OUTLINE

Drawing #1 shows the equipment as it now exists. Drawing #5 shows
the equipment as it will be located when the proposed contract is ter-
minated. Drawing #6 shows the location of equipment when the system is
upgraded to a Multiprocessor (a period of twelve months after comple-
tion of contract). Drawings #2 through # describe the steps necessary
to maintain the following operational equipment:

1. U-494 Processor and 196 X Memory
2. Minimum ten each VIII C servos
3. 1004 Processor : T
4. A1l drums and CTMC cabinets except for a forty-eight hour
time period when the transfer switch is relocated (refer
“to Drawing #4).

PROCEDURE
Drawing #2: Relocate the following finds: 1, 2, 3, 4, 5.
, During this period the ceiling system ground plates

(W and YY) should be duplicated in the area of
find #37 and the following equipment should be
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Drawing #2 (Continued): removed from the room:

Drawing #3:

Drawing #4:

Drawing #5:

Approved For Release

Finds #6, 7 stored outside the Computer Room

Finds #8, 9, 10, 11 returncd to UNIVAC

Finds #12, 13, 14, 15 stored outside of Computer
Room end the riser removed and the end skins
installed

Finds #16 through 25 stored outside of Computer
Room and the riser removed. The Branch should
advise this office if power cords will be re-
quired _

Finds #26, 27 stored outside of Computer Room

Finds #28, 33 stored outside of Computer Room
Remove air conditioners, clean and install
ceiling, install power, raised floor, and
grounding system (drawing to follow)

Pre-installation marked floor cut outs
Install and test the following equipment as shown:

Finds #6, 7, 16 through 26, 28 through 33 and
71, 72, 73 (space cabinets at this time)

Find #34 (transfer switch) relocate as shown

Finds #36, 37, 38, 39, 40 remove one foot spacers
and relocate as shown

Finds #4, 5 return to UNIVAC

Finds #53, 54 return to UNIVAC

Finds #51, 52 store outside Computer Room
Remove riser

Finds #1, 2, 3, 35 store outside Computer Room

Finds #41 through 50 store outside Computer Room
Remove riser. Install floor, clean and in-
stall ceiling, install power and grounding
system

Pre-installation marked floor cut outs - -
Find #35 position and install -
Finds #1, 27 position and install

Finds #14, 15 position and install

Finds #41 through 52 position and install

Special note should be made of the "stars" shown
adjacent to the "Find number". This indicates the
equipment will be locatéd in more than one posi-
tion and that additional length may be required in
the power feeder.
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PROCEDURTES

Drawing #6: TFinds #71, 72, 73, 7. replace spacer cabinets
with shared Meomory Interface
Finds #36, 38 relocatc as shown from Drawing #4
Finds #16 through 25, 6, 7 relocato as shown
from Drawing #3 .
Finds #12, 13, 26, 28 relocate as shown from
Drawing #3

" When the power is distributed, if at all possible, the following power'
distribution should be adopted:

1. Two power panels, each being fed by one set of 500 MCM
as it comes from the 300 KVA transformer
2. The following should be in one of the power panels.

Finds #30, 31, 32, 38, 36, 29, 28, 35,“34, 33, 37
A1l other equipment should be in the other power panel., An

inquiry should be made to the customer with regards to his
equipment.

I hope this is enough information to get you started.

Also included is a copy of corrected find numbers.

STATINTL

RIL:11k
attachments(7)

Approved For Release 2001/07/16 : CIA-RDP78-05732A000100020001-2



Approved For Release 2001/07/16 : CIA-RDP78-05732A000100020001-2

 BEST COPY

AVAILABLE

Approved For Release 2001/07/16 : CIA-RDP78-05732A000100020001-2



I "7' - 30
Z C/’ e

pproved F QORBRaSEI200 ROZONDI TIRNRBE 78 BT HRHGTHI o2 |
. /> / o .

Ty RToasTI 0 SORDEEE * Date: P _ )
Loamiont T aC /‘f;:/; 27 G D — Field ngr: - S_I'i_ ol | 1
[,:-'; 3 ! ELE 'CLRTCAL Rbl{g[ig{r“‘:{%“l]};{k;l\ B ; I\il‘ﬁ(‘|r>v/1<11vt:1o'nng'i Spvmré’;ibog:_%
,5-, ; ' EQUIBMENT Fboell IL T Loajv,Jm B TRET] tu/ilr, i _ ,'
[:.-") 3 R v Conn. .E;—:”;;;az— Ea.‘| Total| Za. ! Total | Each Total Each Total
T /9 - ; ; ‘ i | G 32l /300 e cedly
ey AT e (3013 3540 . _ F5320 1300 1300k Sty
e~ LS (Fegsd ) 35”:20 'z - Ye Yz s ’/‘fflfrz;i
! Kt __::/’1/'7: - (729471 , -"«44./ / /’”—-/'A/}ﬁ“i(‘il ; ] &2l ‘? S et s
A7 [T e ) 2 Zsot : ' R YL VAWl S
: [ T09£2) '0 z<f'ﬂ,~/fr: /% CHE Loz
- (TZa5) 2_6 il | Teire | il 355 R T AWl iaked
- //'_JL(;..__) lp u//; ol f ‘,/ 1 : 2,23 | 0023 cre ) _LHe ‘/IJO L e —
= { /kT?,T, r—j 2o G 1Z)’ 3_ L oty Lor VAZRSE ) /2 3578 Il ! ,7 ""‘/"—.-‘ 4T Ay
R vt (13010 FEAO 3 FVAR BE AR ‘
& (Trgig) 1 F5R0 ) . . R e L
g (09620 ek LR - p.a3lens | A
dalg e //7 nani] (T 2025 (ﬂ/ ol , o 400 | 4. cv 42_3;_,;_-
R / (o (Trtoe D) Lras le 201 :z20 /3/*%
vz (T ) {.1 s _lozo) lnze /772
T ot (I o7 ) 5 yase | i ‘075 *' 75 3?42
LA /",»,Lff_/} el X ] [,u%-c;\_"_ *‘a/i?\ _{___;_/Z /‘5 5 Zj_l_d 75 234
L C"N,_{‘ﬁgow ATl i_Z) 7 e //343 i 'f '/ 70t /5'):’0’ 54?5 o
TSl (Taea) L 3TES L L iBaeis RO L Ze,.ié
e (q,m/) (T5eZ) -/f‘/oﬁ L z7> 075 | 435F _
':&'SEN/E‘A'TIOU FoR I'V‘"""“"Q PARE L : i i : | ’T/
| Sy torals:] YA N LUE S N - Y/ VR V¥V T M I
1. w‘.mg 157 sn fuc al heat dissipatio1 for EQUIPMENT ONLY is __biw ‘hr.
2 e o 1-‘05*1&% Vst bt Aaase idziin Elasarts. osTszA00TOOG 200072
R av Yends frem M/A in tetal electrica 1 requiroments to be supplied 2y user,




. | Ao Ak
[< - . - .
* . Approved PORNERI¢ade 2081/0FK6 TOWIROPY SRISBLATIAS00EUH0TS - . .
T sremac: '//?3‘, : Date: .
L ochTion: - // - Field Bogr: F _ .
ﬁ-iz i Ll r(ilx‘;{;C/‘\l?Rt p v1 F":."iﬁ-l-l\‘ »] *_ —____ Sl MMrx Conditioning Spacifiications
. T ous e - . L . \O'\' m CULATED Bruliir. ! [ _
iAot EQUIRNENT " Hubbell , |20V, v 208V, 14 208V, 34 1T ] ]
e Conn. ' Ea. } Total Ea.l Total| ®a. ! Total | Fach Total | Each i Total pre
T 2 g -] » 2 2 =z
’?(‘ /)/“J‘/"rﬂ (ﬂﬂj\ Q‘WM«,/ .//‘3)4 ‘/;/—?f‘ "/7..5 0/75 s _"”23}4 j-B 4’ ‘601‘): - “l
. : 2 s :
'?TL <;A-'_CZZKT37 J 73A9£/ ' N CRVa 22T nw"ﬂf???. —
: ’Q "’-Lv(,w“ﬁﬂ ( TEL4z) i 9520 ' Croas | 2i35 o : 0 | ;:
\ i *_,Ju_._..-_“__!r--—«-—-i» R Rl SN S
=7 e e m—— J\w-_.;“...hw . ‘ -,
;,7_ Sz ,—ufé ~?4,4_1,__,___,__< r_zzzk-wm- e LE L LUE 1 ‘

iﬂA;

N
o
s
) ) -

D

ya
L

LA O (rmn) ._L_.Zz_.gém;
) V,_A«fa& Sofle Pocer. ._-]5 g, |

[ ]
.4

L oA et s mn £ by g s

B T Rt

o A A5, /737¢

;5/_./, e

J‘—/" / /’ZT/J./O)
/’. 4,?1 (_(5’1[:/ 7//’_7:7 //E<~"/S/\..:

| 3332 ’ uzel fizo
L35 1.a SO TV SRR AUUUUU IR )

i

N A )

_i.z'./“ﬂi/'?//_ -

’75 {
/‘»_J. 4(//‘1/ // ,‘ '[ i
'jj_m

1
i
17330 I
07 7
'i.»*’ .‘.,?4: /_L:é’/?.D ;
fosm il /' it LT, /‘2) __‘_7 2003 %

l?l l((,} 3460 i
! I3

N (\:

606

- .—-———f ——— — “-

5
-

o

s (7= m:?) 'V 73/0 13 i D/ i; D40 L iFs
,ﬁt‘-;’.f,_mm 7205 i 2e 5050 1 A Y YD / 5
L /Z”-/M\fm Zﬁaiw-u'_é.ea 2 TR AL WU W W 72 5.7 - N ,/2—35,;” 22 3,57' s710 L2s2 | TES
: t ! 77 A Jx’ma'im 2:«'.9;2;@;:’,*.‘?_
_’._JJALQ..M «4«__6........,,1 L. 3330 U peniled i
’ ﬁaw—@z\ e /77 ] 3 7ou ﬁc 232 [Emépd]
’/,L5IA4-0 §A,~ﬁ’ ) 14 _//Qi MIZW L ; ___;.‘?f“’ﬂ VT
i St o } \ . ZCERE R
1 . i

) l
- Totals:; . i

’/n ’2’0,_.v N

TR .l..v;

éf’Ze}leéGSe 20047078 "

o ..1.1 e

S T R

\.xht‘ {"lu-.v.
i Coprie

QLéﬂﬁ“.“

A@!A-F{DP78~05732A0091090260&&

- JUZ, - f.f.""' FYEy AN

=.zzs5‘31

7jf';L__ﬁxu hr.




Approved For R%Iease 2001/07/16 : CIA-RDP78- 05732A000 '00020001-2 ||-|-EG|B

ILLEGIB — ‘ S — @
: i

i

|

‘

B : e : Tw

®

{
&

. e

ZIGEIE

ILLEGIB

Approved For Release 2001/07/16 : CIA-RDP78-05732A000100020001-2

S N




.
B; . '
)
L
-l
=
; i P :
, i ]
i ! “ | |t ! RN
i ot - . b 4
i \ i
. ; | . R
— | — _
— — s § —— —f - - —— - - - - . B s ! R PRI S J— |..| H
EH
. ,
o | S
- I - -—
o o
=S e RS O T IS PR S T . I/ S
S b bl i 8
=) _ S T NS D U U BN A ' ~ ! i W o
o o
o o
et i — - — SO VY — oy
o [=]
o . o
o P e~ QPN S (U PR — O o
N N
o SN U SN DR RSN USRS DU NS DU B G IO L o
N N~
2] — - Y U N n
Q Q
0 0
~ - ~
o M o
a S NN U RN T DO e B a
i i
< | ~t—|—{—1i— — g
() 5
[{e] [{.]
= — —_— =
~ ) =
o N [=)
= — 1 & & =
o (=]
o P FOUSEN NN RN S (R pR— — o
N N
(] P N P SN SN A D - - . o Q
(%) 0n
1] 3]
Q N — 3
- - B S S S
o RN M 1 L
[ R ! . d 13
£ Xllo £
T _ b o 3
> . >
9 & (2 N ~2
2 % g
o - — Q.
< <

¢'.-4‘./:.(’ N

N S

D

N
T
e

“
——

Ve

oyl

Camiiy e

/—1 54'9-‘;..




A MJ s i stin Qe drid
s ot /, Q Y /)u’ ndl JOsts g ol ) T
Ot Az Lt d Fo Ré]éiée 2001/07/16 : CIA-RDP78-05732A00010005080712 - (‘] N, Nl

. ; |
' - = \! : i A///wv w./ ('J(
— ) i _
o | 77—
R I T e

T 1

ol .

1lel_lo|

R R

x: ) [ ot i

; | : ! ‘ S C l / P

- : ; I.E\ S i 2\{ e
T . : v - i ! P ¢

i

ILLEGIB

ILLEGIB
: 020001-2




e

I et
QJ]JJ ilLeal B)5

_1_"“;‘

Approved For Release 2001/07/16>:'CIA-RDP78-05732A000100020001-2
l e .
1

'ée'l'srése 2001/07/16 : CIA-RDP78-05732A000100020001-2

r

r

X 1 pesroba FS




ILLEGIB =

‘Approved For Release 200;IIO7I16 : CIA-RDP78-O5732A000100020001-2

[
—te L

@d@@@@@MO@OQ@dQ

R e

o
o

i

s -

T @J

;7;“ﬂ&

Approved For Releés)b 2001/07/16 : CIA-RDP78-05732A000100020001-2




Approved.For Release 2001/07/16 : CIA-RDP78-05732A000100020001-2

-1 ILLEGIB

~ li" |

312

el

0

”x\A

LA

ILLEGIB

?0020001'-2




